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VAPAHCS - PALO ALTO CAMPUS

3801 MIRANDA AVE, PALO ALTO, CA 94304

AMENDMENT 1 09.05.2014

640-13-134VA PALO ALTO B-100

CATH LAB RENOVATION

AND HYBRID OR

E-701

LTA08.22.2014

ELECTRICAL PANEL SCHEDULES

FINAL BID DOCUMENTS

Checker

EXISTING LOAD PER 30 DAYS METERED ON 04/02/2014 THRU 05/09/2014 BY POWER NET GLOBAL SERVICES INC.

Notes:

Total Load @ .9 PF: 21420 VA

25% CEC Adder: 1375 VA

Existing Load: 5500 VA

Total Est. Demand: 20 A

Non-Continuous 6400 VA 100.00% 6400 VA Total Conn.: 20 A

Receptacle 4500 VA 100.00% 4500 VA Total Est. Demand: 16925 VA

Other 0 VA 0.00% 0 VA Total Conn. Load: 16925 VA

Lighting 6025 VA 100.00% 6025 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Legend:

Total Amps: 27 A 29 A 10 A

Total Load: 6737 VA 7368 VA 2820 VA

29 Space -- -- 0 VA 0 VA -- -- Space 30

27 Space -- -- 0 VA 0 VA -- -- Space 28

25 Space -- -- 0 VA 0 VA -- -- Space 26

23 Space -- -- 0 VA 0 VA -- -- Space 24

21 Space -- -- 0 VA 0 VA -- -- Space 22

19 Space -- -- 0 VA 0 VA -- -- Space 20

17 Space -- -- 0 VA 0 VA -- -- Space 18

15 Space -- -- 0 VA 0 VA -- -- Space 16

13 Space -- -- 0 VA 0 VA -- -- Space 14

11 Space -- -- 0 VA 0 VA -- -- Space 12

9 CL22-IPB 45 A 1 2540 0 VA -- -- Space 10

7 CL22-IPA 45 A 1 3400 2492 1 20 A Lighting CATH LAB 8

5 EXISTING LOAD 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 6

3 Lighting 20 A 1 1260 728 VA 1 20 A Lighting 4

1 Lighting 20 A 1 845 VA 0 VA 1 20 A EXISTING LOAD 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

(EXISTING) CRITICAL BRANCH

Notes:

Enclosure: Type 1 MCB Rating:

Mounting: Surface Wires: 4 Mains Rating: 100 A

Supply From: Phases: 3 Mains Type: MLO

Location: (E) ELEC E-2.2 Volts: 480/277 Wye A.I.C. Rating: 14KAIC

Branch Panel: CH22A

EXISTING LOAD PER 30 DAYS METERED ON 04/02/2014 THRU 05/09/2014 BY POWER NET GLOBAL SERVICES INC.

Notes:

Total Load @ .9 PF: 27846 VA

25% CEC Adder: 2000 VA

Existing Load: 8000 VA

Total Est. Demand: 46 A

Total Conn.: 58 A

Non-Continuous 2020 VA 100.00% 2020 VA Total Est. Demand: 16730 VA

Receptacle 18420 VA 77.14% 14210 VA Total Conn. Load: 20940 VA

Lighting 500 VA 100.00% 500 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Legend:

Total Amps: 69 A 48 A 61 A

Total Load: 8040 VA 5760 VA 7140 VA

83 Equip Boom Motor/Brake 20 A 1 500 VA 520 VA 1 20 A Water Softener 84

81 Equip Boom Motor/Brake 20 A 1 500 VA 200 VA 1 20 A Receptacle 82

79 Receptacle 20 A 1 720 VA 200 VA 1 20 A Receptacle 80

77 Receptacle 20 A 1 200 VA 200 VA 1 20 A Receptacle 78

75 Receptacle 20 A 1 200 VA 720 VA 1 20 A Receptacle 76

73 Receptacle 20 A 1 200 VA 180 VA 1 20 A Receptacle 74

71 Other 20 A 1 500 VA 720 VA 1 20 A Receptacle 72

69 Receptacle 20 A 1 180 VA 720 VA 1 20 A Receptacle 70

67 Receptacle 20 A 1 720 VA 0 VA -- -- --

65 Receptacle 20 A 1 180 VA 0 VA 2 20 A EXISTING LOAD 66,68

63 Receptacle 20 A 1 180 VA 1260 1 20 A Receptacle 64

61 Receptacle 20 A 1 180 VA 0 VA -- -- --

59 EXISTING LOAD 20 A 1 0 VA 0 VA 2 20 A EXISTING LOAD 60,62

57 EXISTING LOAD 20 A 1 0 VA 0 VA -- -- --

55 Lighting - CathLab Control Room 20 A 1 500 VA 0 VA 2 20 A EXISTING LOAD 56,58

53 EXISTING LOAD 20 A 1 0 VA 720 VA 1 20 A Receptacle 54

51 Receptacle - Pump/Anest. Equip 20 A 1 540 VA 0 VA 1 20 A EXISTING LOAD 52

49 Receptacle - Hybrid GEN 30 A 1 540 VA 0 VA 1 20 A EXISTING LOAD 50

47 EXISTING LOAD 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 48

45 EXISTING LOAD 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 46

43 EXISTING LOAD 20 A 1 0 VA 0 VA 1 20 A Spare 44

41 EXISTING LOAD 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 42

39 Spare 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 40

37 Receptacle Hybrid Control 20 A 1 900 VA 0 VA 1 20 A EXISTING LOAD 38

35 Receptacle Hybrid Control 20 A 1 1080 0 VA 1 20 A EXISTING LOAD 36

33 Receptacle Hybrid Control 20 A 1 1080 0 VA 1 20 A EXISTING LOAD 34

31 EXISTING LOAD 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 32

29 EXISTING LOAD 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 30

27 Spare 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 28

25 EXISTING LOAD 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 26

23 Receptacle - CathLab 20 A 1 180 VA 0 VA 1 20 A EXISTING LOAD 24

21 Receptacle 20 A 1 180 VA 0 VA 1 20 A EXISTING LOAD 22

19 UPS HYBRID GEN 30 A 1 3000 900 VA 1 20 A Receptacle - CathLab Control Room 20

17 Receptacle - Clean Supply 20 A 1 1080 0 VA 1 20 A EXISTING LOAD 18

15 EXISTING LOAD 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 16

13 EXISTING LOAD 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 14

11 Receptacle - Corridor 20 A 1 180 VA 1080 1 20 A Receptacle - CathLab Control Room 12

9 EXISTING LOAD 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 10

7 EXISTING LOAD 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 8

5 EXISTING LOAD 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 6

3 EXISTING LOAD 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 4

1 EXISTING LOAD 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

(EXISTING) CRITICAL BRANCH

Notes:

Enclosure: Type 1 MCB Rating: 175 A

Mounting: Surface Wires: 4 Mains Rating: 225 A

Supply From: CTX22A Phases: 3 Mains Type: MCB

Location: (E) ELEC E-2.2 Volts: 120/208 Wye A.I.C. Rating: 22KAIC

Branch Panel: CL22A

EXISTING LOAD PER 30 DAYS METERED ON 04/02/2014 THRU 05/09/2014 BY POWER NET GLOBAL SERVICES INC.

Notes:

Total Load @ .9 PF: 16331 VA

25% CEC Adder: 3125 VA

Existing Load: 12500 VA

Total Est. Demand: 7 A

Total Conn.: 7 A

Total Est. Demand: 2520 VA

Total Conn. Load: 2520 VA

Receptacle 2520 VA 100.00% 2520 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Legend:

Total Amps: 13 A 10 A 0 A

Total Load: 1440 VA 1080 VA 0 VA

83 EXISTING LOAD 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 84

81 EXISTING LOAD 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 82

79 EXISTING LOAD 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 80

77 Spare 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 78

75 Spare 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 76

73 Spare 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 74

71 Spare 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 72

69 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 70

67 Spare 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 68

65 EXISTING LOAD 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 66

63 EXISTING LOAD 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 64

61 EXISTING LOAD 20 A 1 0 VA 0 VA 1 20 A Spare 62

59 EXISTING LOAD 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 60

57 EXISTING LOAD 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 58

55 EXISTING LOAD 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 56

53 EXISTING LOAD 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 54

51 EXISTING LOAD 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 52

49 EXISTING LOAD 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 50

47 EXISTING LOAD 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 48

45 EXISTING LOAD 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 46

43 EXISTING LOAD 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 44

41 Spare 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 42

39 EXISTING LOAD 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 40

37 EXISTING LOAD 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 38

35 Spare 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 36

33 Spare 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 34

31 Spare 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 32

29 Spare 20 A 1 0 VA 0 VA 1 20 A EXISTING LOAD 30

27 Spare 20 A 1 0 VA 1080 1 20 A Receptacle 28

25 Spare 20 A 1 0 VA 540 VA 1 20 A Receptacle 26

23 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 24

21 Spare 20 A 1 0 VA 0 VA -- -- --

19 Spare 20 A 1 0 VA 0 VA -- -- --

17 Spare 20 A 1 0 VA 0 VA 3 20 A EXISTING LOAD 18,20,2

15 Spare 20 A 1 0 VA 0 VA -- -- --

13 Spare 20 A 1 0 VA 0 VA 2 30 A EXISTING LOAD 14,16

11 EXISTING LOAD 20 A 1 0 VA 0 VA -- -- --

9 Spare 20 A 1 0 VA 0 VA 2 20 A EXISTING LOAD 10,12

7 Receptacle - Clean, Supply, Locker 20 A 1 900 VA 0 VA -- -- --

5 EXISTING LOAD 20 A 1 0 VA 0 VA 2 20 A EXISTING LOAD 6,8

3 EXISTING LOAD 20 A 1 0 VA 0 VA -- -- --

1 EXISTING LOAD 20 A 1 0 VA 0 VA 2 20 A EXISTING LOAD 2,4

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

(EXISTING)

Notes:

Enclosure: Type 1 MCB Rating: 300 A

Mounting: Surface Wires: 4 Mains Rating: 400 A

Supply From: Phases: 3 Mains Type: MCB

Location: (E) ELEC E-2.2 Volts: 120/208 Wye A.I.C. Rating: 22KAIC

Branch Panel: NL22A

Notes:

Total Load @ .9 PF: 4824 VA

25% CEC Adder: 0 VA

Existing Load: 0 VA

Total Est. Demand: 45 A

Total Conn.: 45 A

Total Est. Demand: 5360 VA

Non-Continuous 2840 VA 100.00% 2840 VA Total Conn. Load: 5360 VA

Receptacle 2520 VA 100.00% 2520 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Legend:

Total Amps:

Total Load: 2540 VA 2820 VA

15 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 16

13 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 14

11 Receptacle 20 A 1 720 VA 360 VA 1 20 A Receptacle 12

9 Receptacle 20 A 1 720 VA 720 VA 1 20 A Receptacle 10

7 Equip Boom Motor/Brake 20 A 1 500 VA 500 VA 1 20 A Anesthesia Boom Motor/Brake 8

5 Equip Boom Receptacle 20 A 1 360 VA 200 VA 1 20 A Anesthesia Boom- Receptacle 6

3 Equip Boom Receptacle 20 A 1 540 VA 200 VA 1 20 A Anesthesia Boom- Receptacle 4

1 Equip Boom Receptacle 20 A 1 540 VA 0 VA 1 20 A Lighting 2

CKT Circuit Description Trip Poles

A B

Poles Trip Circuit Description CKT

(NEW) SINGLE PHASE ISOLATION TRANSFORMER.

Notes:

Enclosure: Type 1 MCB Rating: 45 A

Mounting: Recessed Wires: 2 Mains Rating: 100 A

Supply From: CH22A Phases: 1 Mains Type: MCB

Location: HYBRID OR E2-427 Volts: 120 ISOLATED A.I.C. Rating: 10KAIC

Branch Panel: CL22-IPB

Notes:

Total Load @ .9 PF: 5616 VA

25% CEC Adder: 0 VA

Existing Load: 0 VA

Total Est. Demand: 52 A

Total Conn.: 52 A

Non-Continuous 3560 VA 100.00% 3560 VA Total Est. Demand: 6240 VA

Receptacle 1980 VA 100.00% 1980 VA Total Conn. Load: 6240 VA

Lighting 700 VA 100.00% 700 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Legend:

Total Amps:

Total Load: 3400 VA 2840 VA

15 Spare 20 A 1 0 VA 360 VA 1 20 A Receptacle 16

13 Spare 20 A 1 0 VA 720 VA 1 20 A Receptacle 14

11 Spare 20 A 1 0 VA 360 VA 1 20 A Receptacle 12

9 Monitor 20 A 1 200 VA 540 VA 1 20 A Receptacle 10

7 Perfusion Boom Receptacle 20 A 1 540 VA 500 VA 1 20 A Equip. Boom -Motor/Brake 8

5 Perfusion Boom Receptacle 20 A 1 540 VA 360 VA 1 20 A Equip. Boom Receptacle 6

3 Perfusion Boom Receptacle 20 A 1 540 VA 540 VA 1 20 A Equip. Boom Receptacle 4

1 Surgical Lighting 20 A 1 500 VA 540 VA 1 20 A Equip. Boom Receptacle 2

CKT Circuit Description Trip Poles

A B

Poles Trip Circuit Description CKT

(NEW) SINGLE PHASE ISOLATION TRANSFORMER.

Notes:

Enclosure: Type 1 MCB Rating: 45 A

Mounting: Recessed Wires: 2 Mains Rating: 100 A

Supply From: CH22A Phases: 1 Mains Type: MCB

Location: HYBRID GEN E2-425B Volts: 120 ISOLATED A.I.C. Rating: 22KAIC

Branch Panel: CL22-IPA

1. EXISTING 150A CB TO REMAIN.
2. DEMAND PER NEC 517.73

Notes:

Total Load @ .9 PF: 157604 VA

25% CEC Adder: 0 VA

Existing Load: 0 VA

Total Est. Demand: 191 A

Total Conn.: 211 A

Total Est. Demand: 158635 VA

Total Conn. Load: 175116 VA

X-Ray 175116 VA 90.59% 158635 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Legend:

Total Amps: 211 A 211 A 211 A

Total Load: 58372 VA 58372 VA 58372 VA

23 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 24

21 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 22

19 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 20

-- -- -- 6867 0 VA 1 20 A Spare 18

-- -- -- 6867 0 VA 1 20 A Spare 16

13,15,1 XRAY HYBRID OR (NEW) 150 A 3 6867 0 VA 1 20 A Spare 14

-- -- -- 17168 0 VA 1 20 A Spare 12

-- -- -- 17168 0 VA 1 20 A Spare 10

7,9,11 XRAY(EXISTING) (NOTE 2) 150 A 3 17168 0 VA 1 20 A Spare 8

-- -- -- 34337 0 VA 1 20 A Spare 6

-- -- -- 34337 0 VA 1 20 A Spare 4

1,3,5 XRAY CATH LAB (NOTE1,2) 150 A 3 34337 0 VA 1 20 A Spare 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

(EXISTING) EQUIPMENT BRANCH

Notes:

Enclosure: Type 1 MCB Rating: 225 A

Mounting: Surface Wires: 4 Mains Rating: 225 A

Supply From: Phases: 3 Mains Type: MCB

Location: (E) ELEC E-2.2 Volts: 480/277 Wye A.I.C. Rating: 14KAIC

Branch Panel: QH22A
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